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610 Route 120
Map 103 Lot 103-09

200 amp upgrade

permit 2018-78

10-08-19
Inspected the new service entrance with 200 ampere disconnect switch. Inspected new panel in basement. Pipe for fuel oil runs in front of panel and electrician let them know that it needs to be moved. I notified Liberty Utilities that it was okay to energize.


Time 0.5
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