[image: image1.emf][image: image2.png]






DATE: 08/09/19


Permit Status (Valid for one year from issue date)



Permit # 2018-51  

Issued:  08-15-2018

_X__
RENEWAL REQUIRED BY __08___/__15__/__2019___

____
EXPIRED,  NO INSPECTION REQUESTED



_X__ 
LAST INSPECTION:

08-30-19 Rough in electrical



_X___ 
YOUR PERMIT REQUIRED INSPECTIONS PER  INSPECTION 



GUIDELINES

____
CLOSED  – YOUR PERMIT IS CLOSED, A NEW PERMIT IS REQUIRED 

____
A CERTIFICATE OF OCCUPANCY WAS REQUIRED PRIOR TO OCCUPYIING YOUR HOUSE

__X_
A CERTIFICATE OF COMPLETION WAS  REQUIRED

NAME :     Sean Teehan and Jill Marshall

ADDRESS : 15 Ladieu road

                   Plainfield, NH 03781

MAP/LOT: 
234-09



 ADDRESS:   Same 

David H Lersch



     

603-381-1929

Plainfield Building Inspector 


[image: image3.emf]Sean Teehan and Jill Marshall

15 Ladieu Road

202-510-4161

Permit # 2018-51 

Map/Lot 234/9

Garage to living space

08-23-18
Permit 2018-51, 15 Ladieu Road. Met with contractors. Joists were installed over concrete floor that was garage. Some plumbing was installed for the new utility room and kitchen. Foam insulation was 


sprayed between all joists. They will be spraying foam on the exterior walls as they are 2x4's.


Time 0.6

08-30-18
Permit 2018-51, 15 Ladieu Road. Inspected the rough in electrical. One receptacle in wall exposed when sheetrock was removed was for exhaust hood in kitchen was buried in wall and in another spot a wire removed from a light in kitchen just had wire nuts and buried in wall. He will remove the wire from the receptacle box and install the other box in the removable cover for the exhaust. Okay to continue with insulation on the outside walls. 


Time 0.5

08-09-19
Renewal letter sent 08-09-19

08-27-19
Response from Jill, will schedule next week.

09-03-19
I inspected the apartment that was created from the garage. Looked okay except should be a smoke detector in short hall outside bedroom. Hall contains washer and dryer. A smoke detector is installed at the far end of the living area that is too far to the one outside a bedroom. Sean said he would get one installed, apartment is for elderly man.


Time 0.8

David H Lersch

Plainfield Building Inspector

