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727 Route 12A
675-5860
Permit # 2018-45 

Map/Lot 237/13
Rebuild house on orig. foundation
07-12-18
Permit 2018-45, 727 Route 12A. Met with contractor to go over plans for 


the house. The original basement will stay but the addition's slab and walls 

will be removed. The house will be torn down and a smaller one build on 


the existing foundation.


Time 0.7

08-07-18
Permit 2018-45, 727 Route 12A. Hi Dave,



I inspected temp power as we discussed. The set-up meets the 




Eversource cut sheet 



(DTR14.105) with the (minor) exception that Eversource 





appears to want the top of ground 



rods and the cable  to be at least 8" below grade. On the 





existing set-up the rod 



tops are at or just below grade, probably fine for temp service. 




Do you want to call the contractor (Michelle has Tim Schad 542-




5291 on the permit) or should I?



Brad
08-xx-18
Permit 2018-45, 727 Route 12A.



Hi Dave,



727 route 12A : I had had no contact with the builder since 





inspecting the temporary power installation. I happened to be 


driving by the property and noticed a redi-mix truck on-site so I 





stopped in. I met the contractor in mid-pour. They were pouring 




a section of footing connecting two sections of the old 





foundation. I observed 2 runs of #4 rebar on bricks/rock. I did 




not see any provision for future grounding, but they may have 




made other plans to provide it elsewhere. I let the builder know 




that he should contact you to clarify the inspection schedule.



Let me know if you need anything more.



Brad

08-28-18
Permit 2018-45, 727 Route 12A.Went to scheduled inspection of ICF 


foundation. Not ready, I inspected what was completed. Horizontal rebar 


and vertical rebar pinned to existing end and top of foundation.



He said they should be ready by noon tomorrow.



Time 0.3

08-29-18
Permit 2018-45, 727 Route 12A. When I arrived they still weren't ready. 


Plans changed and he needs to pour footer from back wall to garage slab. 


He will pour footer when they pour walls. 


Time 0.4

08-30-18
Permit 2018-45, 727 Route 12A. They we still not ready. They blocked off 

end of ICF forms so they could pour the right side and the rear as ICF 


forms not built on top of existing left wall, just needs a couple of rows to 


raise the height of the foundation. They are going to pour the basement 


floor when ready, have stone to level ground. Garage floor was never 


removed. They were still working on footer and basement floor forms and 


I told them to take pictures.



Time 0.5

Hi Dave
08-31-18
Permit 2018-45, 727 Route 12A. I stopped by 727 Route 12-A  


Friday – Met contractor on-site. Not ready for footing/wall pour, 


probably Tuesday. He will call when ready.


Brad
09-04-18
Permit 2018-45, 727 Route 12A. I inspected the poured footer for the wall 


and the poured footer for the edge of the basement against the existing 


garage floor. I inspected the ICF wall form and looked okay.



Time 0.3 
10-15-18
Permit 2018-45, 727 Route 12A. Inspected the framing, roof sheathing on,



basement slab had texture, not real smooth. This is the third time I went by



and went in. It was supposed to be under roof about two weeks ago.



Time 0.4 
11-07-18
Permit 2018-45, 727 Route 12A. Went to do framing inspection. Stairs are 

built to second floor, joist hangers installed were last time I was there just 


nailed to beam. Looked okay, a lot of the rough in plumbing and electrical 


was done. They will be spraying two inches of insulation and will call for



rough in before they install the additional insulation.



Time 0.4

11-23-18
Permit 2018-45, 727 Route 12A – Pytak – Friday 11/23, pre-insulation 


electrical rough-in / ready for permanent service connection?. Met 



contractor on-site. Meter socket set. Grounds in place. Electrician still had 


panel connections to make. Walked through building. Missing smoke/co 


detector at top of stairs/hall outside bedrooms. Switchbox in bump-out 


was very full – asked electrician to check capacity. Most, but not all plate 


penetrations had been foamed. Requested remaining holes to be fire 


stopped. 3” drain line installed in 2x4 partition. I indicated that I would 


speak w/Dave regarding protecting the pipe and get back to him. He 


indicated that he would forward my comments to the electrician. I agreed 


to return the following Monday. I returned 11/26 and met with the 



electrician. The smoke detector location had been added, and the plate 


holes foamed. Electrician indicated that he had checked the switchbox 


capacity rating and was 1 wire under capacity. I told the contractor that 


they were cleared to insulate.



BRAD

11-28-18
Permit 2018-45, 727 Route 12A. Pytak – partial plumbing rough-in - 


contractor wants to hang drywall on the first & second floor – Plumber 


Met Brett Fadden on-site and walked through project. drains and H&C 


water lines under pressure for 1+hrs, holding. Some baseboard hydronic 


on first floor yet to be rough-in (drops into floor framing so not an 



impediment to drywall). Everything looked ok. Basement will remain 


unfinished so remaining rough-in will be able to be  inspected. 3” riser in 


2x4 wall protected both sides w/.128(?) solid steel plate.



BRAD

02-01-19
Permit 2018-45, 727 Route 12A. Inspection for CO Inspection.



I walked through the project with contractor Tim Schad. They were 


wrapping up some minor work items (stair coating, label load center, 


clean-up, etc.), but otherwise is ready to occupy. There are a couple of 


exterior items that are incomplete;


Final steps, handrails, and railings on North and East entries. (Both 


thresholds are more than 30” above grade.)



Completion of siding on dormer (other areas?)

02-05-19
Permit 2018-45, 727 Route 12A. Response to Brad email.



Bill needs to inspect if it is oil fired. Needs state permit in town hall. 


Propane we do, just make sure installer is certified or was from a propane 


company.



I will issue a temp co.



Subject: Pytak Final Inspection


Date: Tue, 5 Feb 2019 08:31:55 -0500



Hi Dave,



I walked through the Pytak project last Friday with contractor Tim Schad. 


They are looking for a C.O. I went through the interior and they were 


wrapping up some minor work items (stair coating, label load center, 


clean-up, etc.), but otherwise is ready to occupy. (Does Fire Chief inspect 


combustion devices in new construction?)There are a couple of exterior 


items that are incomplete, which I mentioned to Tim that should be 


completed before the Final C.O. I think he was planning to return in the 


spring to finish them up;


Final steps, handrails, and railings on North and East entries. Both 
thresholds are more than 30” above grade.


Completion of siding on dormer (other areas?)



Do you want to issue a temp C.O.?



I case you don’t have it handy, Tim’s Contact info is;

    

   603-542-5291

       

timbschad@gmail.com



Let me know if you want me to do more.



Regards,



Brad



I issued a Temporary CO for 120 days and emailed to Town Hall and Tim.
02-05-19
Permit 2018-45, 727 Route 12A.  Email follow-up.



Message to you and Tim Schad  re: Furnace Inspection. Will coordinate 


with Bill Taylor and Owner to complete.
07-11-19
I completed the final inspection. Propane boiler and domestic on demand 


hot water installed and operational and installed correctly. Kitchen counter 

outlets were sufficient but on under double window were more than four 


feet apart and some wall space in living room should have had an outlet. 


All bedrooms had egress exits (windows) and smoke detectors were 


installed at the correct areas. All entrances had steps, porch or deck that 


meet code. I will issue a Certificate of Occupancy.



Time 0.6  

David H Lersch

Plainfield Building Inspector

