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23  Freeman Road
414-708-8145
Permit # 2020-06
Map/ID #  259-23
Living space or ADU in carriage house
1/6/20   23 Freeman Hill Rd: George - Site visit / into (activity noticed)

Steve Halleran asked me to stop by the site to see what was going on. I met the caretaker (name?) and contractor Dean Sellers. They described the current work (cleaning out an existing detached garage in preparation for converting it to living space. They indicated that they were in the process of having a septic system designed for this space (MW Soils was due that day to begin site survey). We discussed the zoning and building process and what information would like be need for each process. We discussed how far they could go with demolition/construction before permitting.

1/22     23 Freeman Rd: George - Pre-permit/ZBA walk-thru

Met with owner’s caretaker (Name?) and contractor Dean Sellers. Garage was mostly clear of non-construction related materials. Some construction work appeared to be in progress. Reviewed plans and discussed what documents would likely be required for zoning and permitting. Discussed the necessity for owner to clarify intended use. Discussed particular areas of concern: foundation (bearing capacity, vapor barrier, bulk water management), Floor framing / point loads/load path, Roof framing. Who would be responsible for calculating loads. Contractor agreed to have owner contact town office to clarify intent and we would proceed from there.

05-07-20
Went over site at the request of Victoria. All new windows are going to be installed. The second concrete floor is going to be removed and suggested he install three inches on outside edges of new slab and the balance of the four foot blue foam insulation under the floor. Tape to provide vapor barrier and then pour new concrete floor. Suggested new 100 ampere panel and new feed from the house. New garage/house wall will have 1/2 sheetrock installed to the roof sheathing. They have a new contractor and will be in contact.

Time 0.9

07-07-20
Met with Joe Harnish (new contractor) and covered the floor insulation,

foam walls as they are 2x4. Move beam higher in kitchen area (cut joists and use hangers), check with Lavalleys as to what is needed to meet snow load on roof. The new

buried electrical from the house is in as well as the new electrical panel. 

Time 0.8

09-21 and 09-22-20  Received and sent text to contractor Joe showing the plumbing that will be under concrete so I could give the okay to cover with stone, vapor barrier and 3 inches of insulation. Sent pictures of blue foam insulation and also left a section undone so I could see the vapor barrier. Gave the okay to pour concrete.
Time 0.3

10-19-20
Went over plans for the electrical with contractor for locations, etc. Needed a few more receptacles. The new concrete floor looked great. They will now start the electrical work. Walls and roof will be spray foam to meet code requirements.

Time 0.6

11-23-20
Contractor called and asked me questions about the owner wanting to
cut cost and do all electrical, range, water heater, electric baseboard heating, and an electric operated stove (wood stove style). Question was could the 100 ampere service 

handle the load as the electrician said it would need a larger service. The unit is fed from

the 200 ampere panel in the house to the 125 ampere panel in the unit. Based on what they wanted to do without the baseboard units it would exceed the 100 ampere rating.

Went to site to meet with contractor and grounds keeper. She doesn't want to pay

to have a propane line from the garage at entrance to grounds to the ADU. I found out that the pool filter, the sewage pump is supplied from this panel and she wants a heat pump installed for air conditioning. Either she needs to have service upgraded which would either be buried service from pole or upgrade house service and ADU service. The other option is to run a propane line from garage so the propane company can fill tank as there isn't a driveway to ADU. They are planning on moving the panel to mechanical closet and the service entrance cable would need to be extended to closet. An junction box would have to be installed outside of where the cable comes in and routed outside to the back of the house to the new location. The framing all looked okay and the new wall between ADU and garage was installed. The stairs to the landing and makes a u-turn up to the 2nd floor. There will be a door to an outside deck off of the landing. The window in the bedroom area doesn't meet egress code, gave them some options. Discussed detector locations, smoke in bedroom, smoke/co above landing and smoke on 1st floor and possibly a heat detector in the garage. I also told them that sheetrock needs to go to sheathing in garage side.

Time 0.3 for call and code lookup. Time at site 0.8

12/22/20: 23 Freeman – Electrical & Plumbing Rough-in – Met with owner’s contractor on-site. All interior branch circuits in place including dedicated circuits in Kitchen area for counter and fridge. No disposal indicated. Pex supplies protruding from slab. Bath circuits include fan. Ok to proceed with insulation (foam).

 

1/6/21: 23 Freeman – Post insulation (#1) – Met owner’s rep (Mitchel, caretaker) on-site. Foam insulation spot checked for depth, Walls 2.75-4”, ceiling 6-7”. Section of exterior wall under stair/landing not foamed? Noted minor gaps between doubled framing members that should be sealed. Also noted that LVL beam in wall between garage and apartment not insulated, and must be to r20. Mitchel to have contractor call for explanation.

 

1/7/21: 23 Freeman – Post Insulation (#2)- Received call from Onwer’s contractor and agreed to meet to review insulation issues. Met contractor on-site. Discussed missed insulation areas and agreed on final punchlist for completion. Also noted that egress window still at 48” a.f.f. He agreed that ist would be lowered to max 44”. He will call before closing installing drywall. Also walked around exterior and noted that windows were installed without drip cap flashing suggesting that the intent was to re-side the building. Also noted along lower sections of western wall that an asphalt sheet product had been installed on the exterior wall (no siding beneath) I indicted that this would not meet the requirement for permanent durable weather barrier. Contractor agreed to discuss clarify/intent with owner and let us know the final plan.

 2/7/21: 23 Freeman: George: Insulation follow-up – Received text w/Pics showing (minor) missed areas of insulation from owner’s contractor, asking for approval to begin covering walls. Pics showed fixes (garage side of lvl not addressed yet). Gave ok to proceed. Realized later that I hadn’t heard that egress window height had been fixed. Texted contractor. He confirmed that it would be fixed before drywall installed.

08-03-21 I inspected the almost completed ADU, still needs deck on rear off of

stair landing outside french doors and it needs sheetrock installed in closet under

stair landing, all else looked okay and issued a letter stating it is safe to occupy

and a completion certificate will be issued when items are completed.

Time 0.4

David H Lersch

Plainfield Building Inspector

