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Met Quentin to do the rough in plumbing and electrical. New sub panel on second floor and new main panel in the basement. several locations for heat pump units have electrical and Freon lines installed. Looked okay except he needs a few wire staples here and there in ceiling and holes are fire stopped.


Time 0.6

07-01-20
I inspected the insulation for the walls and second floor ceiling. Looked okay.


Time 0.2

08-24-20
Michael called to have me come by to discuss the stairs to the 2nd floor requirements to meet code. The steps were to code but at the bottom of the stairs the headroom was under 6'8. The stairs are new as the changed the location. At the top of the stairs there is a 3' landing and the problem is above the bottom of the stairs they need a 3' hallway. Creating a step to a landing at the top would reduce head clearance for the basement stairs. There is some leeway in the code so that one step may not quite meet the 8'6 head clearance. Everything else is slowly coming together.


Time 1.2
