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DATE:  06 / 13 /2019


Permit Status (Valid for one year from issue date)


Permit # ___2018-36_______  issued:  _07_/ 11 / 2018
__X__
RENEWAL REQUIRED BY ___07_____/___10__/__2018__

____
EXPIRED,  NO INSPECTION REQUESTED



____
LAST INSPECTION:   11 /23 /2018



_X___ 
YOUR PERMIT REQUIRED INSPECTIONS PER  INSPECTION 



GUIDELINES (SEE INSPECTION GUIDELINES ATTACHED)

____
CLOSED  – YOUR PERMIT IS CLOSED, A NEW PERMIT IS REQUIRED 

____
A CERTFICATE OF OCCUPANCY WAS REQUIRED PRIOR TO OCCUPYIING YOUR HOUSE

__X__
A CERTICICATE OF COMPLETION WAS  REQUIRED

NAME       Rick and Cynthia Bolduc

ADDRESS  PO Box 169

                   Plainfield, NH 03781

MAP/LOT __204-13___ ADDRESS  6 Beauty Hill Road

Rick and Cynthia Bolduc
PO Box 169
Plainfield
298-5293
Permit # 2018-36 

Map/Lot 204/13
new siding and trim, renovate basement
6 Black Hill Road

10-16-18
Permit 2018-36, 6 Beauty Hill Road. Got a call to inspect electric service entrance, removed electric to work on siding and to install new circuit panel and to install generator transfer switch. I inspected the new transfer switch, circuit panel, and meter panel wiring. I also inspected the work inside, radiant heat pipes installed in forms on concrete floor, some rough in electrical and other rough in plumbing. Walls were framed for new rooms and any bedrooms would have sliding doors to the outside. Notified Liberty it was okay to reconnect service.


Time 0.9

11-07-18
Permit 2018-36, 6 Black Hill Road. I was called to do the electrical and plumbing rough in. Propane line from buried tank to regulator on house okay. Rough in looked okay except some holes needed to be fire stopped. He said some of the holes were there, I told him they still needed to be taken care. They will call me when ready for insulation inspection.


Time 0.3

11-23-18
Permit 2018-36, 6 Beauty Hill Road – Bolduc – Friday 11/23 – 


inspection prior to insulation & wall covering. (no-one on-site. 


Contractor indicated sliding door would be unlocked). Walked 


through lower level. Noticed some sections of 3-4’ concrete exterior 

wall had been furred to cover concrete. It appeared to be SPF in 


direct contract with the concrete (I think R317 requires PT wood or 


vapor barrier). There was a section of wall foundation wall that was 


not enclosed. I think it should be. Otherwise ok to proceed with wall 

covering.


BRAD

07-12-19
I did a complete walkthrough of the lower level. All plumbing fixtures installed correctly, smoke detectors placed okay, egress requirement met in the four bedrooms. All rough in for generator was ready for electrician to install propane generator. I will inspect generator later as wasn't part of permit. I will issue a Certificate of Completion.

Time 0.4

David H Lersch
Plainfield Building Inspector

