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72 Marsh Hill Road
667-5034
Permit # 2017-35 

Permit 2018-43

Map/Lot 212/12
26x40 ranch on existing foundation
208 Methodist Hill Road

06-25-17
Permit 2017-35, 208 Methodist Hill Road. I inspected the electrical trench from the existing pole to the foundation with conduit installed. Looked okay.

Time 0.8

08-15-17
Permit 2017-35, 208 Methodist Hill Road. Meter installed on house and 


wires run to the utility pole, need to notify Liberty Utilities that it is okay 


to connect power. Sent email with my okay to connect.



Time 0.7  Insp 0.5 email 0.2

09-26-17
Permit 2017-35, 208 Methodist Hill Road. House is framed, power to 


meter panel on house, no plumbing or electrical wiring started except for 


service entrance to house panel.



Time 0.5

12-05-17
Permit 2017-35, 208 Methodist Hill Road. Talked to Michelle about 


house, She had questions on rough in plumbing, should it be under 



pressure when inspected, said yes. She said the rough in plumbing and 


electrical was ready and either Travis or her would meet Brad. 


Time 0.2
12-15-17
Permit 2017-35, 208 Methodist Hill Road. Brad inspected the rough in electrical and plumbing. The water pipes were under pressure, but the sewer pipes were not but were already connected to the septic pipe. Penetrations in plates need to be fire stopped. 

1. 
12-15-17
Permit 2017-35, 208 Methodist Hill – (Travis Marsh) – Electrical and Plumbing 



Rough-in, pre-insulation. Walked through building w/Michelle Marsh. Some 



framing penetrations fire-stopped. More to do. Electrical rough-in appeared 



complete, some lighting operational. Plumbing rough-in appears complete. Gage 



on water line showed pressure. No test yet on drain. Questioned multiple
 



woodstove ports on single flue chimney.
01-04-18
Permit 2017-35, 208 Methodist Hill Road. Brad inspected the insulation. They 


were going to hold off on installing sheetrock in the basement for now, but will be 

installing upstairs and down the stairs. Travis sent me a text with pictures of the 


fire stopped penetrations. They have a masonry chimney with lining and framing 


around the chimney, they want to maybe make a closet in the opening. Checked 


codes and they need only a two inch clearance between the back of the closet and 


the chimney. I will text Travis. 



Time 0.2 

01-05-18

Permit 2017-35, 208 Methodist Hill Road; Met Todd Marsh / Justin 




Root on-site @ 9:00am (approx.) for insulation inspection prior to 





sheetrock installation. R21 fiberglass batt insulation installed in 





exterior walls and R30 fiberglass plus blown-in cellulose in the roof to 

total R49. Continuous(clear) poly sheet was installed over stud-face. 




Insulation behind poly appeared neatly installed with no obvious gaps, 

voids or distortions. Stud / rafter bays completely filled with no 





apparent gaps at top or bottom, eave or ridge. Basement below grade 




concrete wall had 2x4 stud wall with air space behind and R-13 Faced 




fiberglass. Above grade wall had R21 Fiberglass. Todd indicated that 





sheetrock would be installed on all walls & ceiling upstairs and down 




the stairwell with basement walls and  ceilings to be covered later. I 




indicated that poly/kraft-faced insulation would probably need to be 




covered to receive final co/cc, but that would be your call. I conveyed 




this concern to you later Friday when we spoke on the phone. Brad
08-01-18
Permit 2018-43, 208 Methodist Hill Road. Travis wanted me to inspect to see what was needed to get a temporary occupancy permit. The main level was finished except he needed to install an smoke/co detector in hall outside bedroom. He also needs to have heat and hot water. Lower level has studs installed and some rough in electrical and plumbing.

Time 0.7

08-04-18
Permit 2018-43, 208 Methodist Hill Road. Travis said they were ready for me to inspect. They installed a power vented propane water heater and plumbing to kitchen and bathroom. Additional detector was installed in hall but didn't seem to be interconnected with others. Travis will electrician check out. Not a real issue as there is one installed on the cathedral ceiling in the great room. I issued a Temporary Occupancy Permit.


Time 0.9   

Marsh (travis) 2/26 – Applicant called asking about next stage of remodel: wanting to finish one room of the unfinished (framed w/P & E rough-in, but no drywall) basement to be occupied as a home office/work-out room. I met the owner on-site. No work in the proposed area since last inspection (Framed, insulated, electrical rough-in complete) Proposed work to include drywall, trim, (flooring?), paint, to make the room finished / occupied. I indicated that the finished room would not be suitable to be occupied as a bedroom until the egress path up the stairs was sheet rocked (not planned as part of this work), otherwise I thought the proposal was permissible from a code perspective. BRAD

Note by Dave. If a bedroom is in the basement it would need a door or egress

window to outside. 4/11/2021

David H Lersch

Plainfield Building Inspector

