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1284 Route 120
Permit # 2016-01

Permit # 2017-82 

Map/Lot 271-11
propane generator
11-14-17
Permit 2017-82, 1284 Route 120. I inspected the wiring in the transfer switch and in the main panel in the garage. The house panel is 100 ampere and the transfer switch is 200 ampere with an additional 100 ampere breaker added to feed the main panel as they are planning on installing a 200 ampere main panel in the garage and upgrading the house panel from 60 ampere to 100 ampere. All the conduit is run to the generator and waiting on propane company to connect gas so it can be tested.

Time 0.9

04-28-19
Letter sent and as of 07-16-19 no response. James was supposed to call when it was ready to be tested. Permit considered complete without final inspection as other then seeing operation it was installed.

David H Lersch

Plainfield Building Inspector

